Verona-integron–encoded metallo-β-lactamase–producing carbapenem-resistant 
Pseudomonas aeruginosa (VIM-CRPA) and other carbapenemase-producing organisms (CPOs) are emerging public health threats. CPOs cause infections that are often extensively drug-resistant and associated with substantial rates of illness and death. By colonizing faucet aerators and wastewater plumbing systems, CPOs can spread rapidly within healthcare facilities, including to patients (1–9). VIM is a carbapenemase, a type of enzyme that inactivates carbapenems and other β-lactam antimicrobial drugs that are frequently encoded on mobile genetic elements, which in turn can lead to horizontal spread.

VIM-CRPA is uncommon in the United States; <150 isolates are reported to CDC annually (10). During June 2017–November 2019, in a city of 250,000 residents in western Texas, USA (city A), 36 patients with VIM-CRPA were identified. Most were hospitalized for ≥1 night at an acute-care hospital (hospital A) in the 6 months before VIM-CRPA was isolated, but patients did not have overlapping hospital stays or common procedures. We assessed water sources and plumbing in hospital A to identify potential VIM-CRPA reservoirs.

Beginning in June 2017, the Texas Department of State Health Services asked clinical laboratories to voluntarily submit clinical \textit{P. aeruginosa} isolates resistant to imipenem, meropenem, or doripenem to the Texas Department of State Health Services Laboratory for mechanism testing through the Antibiotic Resistance Laboratory Network (https://www.cdc.gov/drugresistance/ar-lab-networks/domestic.html). The 2 clinical laboratories that served hospitals in city A began submitting all CRPA for mechanism testing in June 2017 (hospital A) and April 2018 (hospital B). During July 2017–January 2019, a total of 36 patients with VIM-CRPA isolated from clinical cultures were identified from city laboratories; 21 (58%) had been admitted to hospital A for ≥1 night in the 6 months before culture collection.

We reviewed medical records from hospital A of patients with VIM-CRPA. Median patient age was 57 (range 9–84) years; 57% were male. VIM-CRPA was isolated from wounds in 9 (43%) patients, respiratory sources in 7 (33%), and urine in 5 (24%). Most patients primarily received care on

**Dialysis Water Supply Faucet as Reservoir for Carbapenemase-Producing**

\textit{Pseudomonas aeruginosa}

Christopher Prestel, Heather Moulton-Meissner, Paige Gable, Richard A. Stanton, Janet Glowicz, Lauren Franco, Mary McConnell, Tiffany Torres, Dijo John, Gillian Blackwell, Renae Yates, Chavela Brown, Kristina Reyes, Gillian A. McAllister, Jasen Kunz, Erin E. Conners, Katharine M. Benedict, Amy Kirby, Mia Mattioli, Kerui Xu, Nicole Gualandi, Stephanie Booth, Shannon Novosad, Matthew Arduino, Alison Laufer Halpin, Katherine Wells, Maroya Spalding Walters

Author affiliations: Centers for Disease Control and Prevention, Atlanta, Georgia, USA (C. Prestel, H. Moulton-Meissner, P. Gable, R.A. Stanton, J. Glowicz, L. Franco, G.A. McAllister, J. Kunz, E.E. Conners, K.M. Benedict, A. Kirby, M. Mattioli, K. Xu, N. Gualandi, S. Booth, S. Novosad, M. Arduino, A. Laufer Halpin, M.S. Walters); City of Lubbock Health Department, Lubbock, Texas, USA (M. McConnell, T. Torres, D. John, K. Wells); Texas Department of State Health Services, Austin, Texas (G. Blackwell); University Medical Centers, Lubbock (R. Yates, C. Brown, K. Reyes)

DOI: https://doi.org/10.3201/eid2810.220371
either medical/surgical units (n = 13, 62%) or intensive care units (ICU 1 or ICU 2; n = 6, 29%). Among persons who had been hospitalized at hospital A in the previous 6 months, VIM-CRPA–positive specimens collected by hospital day 2 were classified as healthcare-associated, community-onset (n = 11, 52%); those collected on or after the third hospitalization day were considered hospital-onset (n = 10, 48%). No patients overlapped on the same unit at the same time, but 3 were placed in the same room in ICU 1, room A, over the 2-year period. A single point-prevalence screening of patients in ICU 1 in October 2018 did not identify additional P. aeruginosa–colonized patients. On the basis of common exposure to room A, we considered the potential for an environmental reservoir.

Figure 1. Environmental sampling scheme at hospital A from a study of CRPA in acute-care hospital specialty care unit, Texas, USA.
A) Collection location in hospital and number of each sample type (icons with numbers underneath) collected (N = 85). We selected units and rooms for environmental sampling on the basis of chart review, focusing on where patients who developed clinical infections were located; patient rooms were those where patients with VIM-CRPA had been previously located. Three patients developed clinical infections while in ICU 1 and 3 while in ICU 2. Thirteen other patients from several medical or surgical units also developed clinical infections. Samples from which we recovered ≥1 VIM-producing isolate are indicated in red. We identified VIM-CRPA from 3 sites related to a single sink in room A of ICU 1: the sink drain, the interior surface of the dialysis faucet, and bulk water from a dialysis faucet used as the water source for the reverse osmosis unit of portable dialysis machines. We identified VIM-producing Pseudomonas montei (†) in a single sink basin sample of 1 room in ICU 2. B) Schematic view and heatmap of colony forming units identified by culture at selected internal surface locations within the faucet and water supply used for portable dialysis in ICU 1, room A. CRPA, carbapenem-resistant Pseudomonas aeruginosa; ICU, intensive care unit; VIM, Verona-integron-encoded metallo-β-lactamase.
The Study

We conducted an environmental investigation focused on water supplies and other sites conducive to biofilm formation. We collected 85 samples from plumbing fixtures and environmental surfaces in patient care areas as well as from water intake and storage areas, and evaluated for the presence of VIM-CRPA (Appendix, https://wwwnc.cdc.gov/EID/article/28/10/22-0731-App1.pdf).

We identified VIM-CRPA in 3 sites in room A related to a sink: the drain, bulk water (1 L of tap water), and the interior surface of a faucet serving as the water source for the reverse osmosis unit of portable dialysis machines (Figure 1, panel A). Of note, this faucet did not have an aerator, which has been implicated as a source of contamination in prior outbreaks. We did not recover VIM-CRPA from the interior of a second faucet intended for hand hygiene, the bulk water or point-of-use filter from that faucet, surface samples of the sink basin, or nearby areas.

The dialysis faucet in room A was installed in October 2017. After we identified VIM-CRPA from associated samples, it was disassembled, revealing a rubber gasket trapped in the gooseneck. We collected swab samples from the interior of the disassembled faucet, valve, and core; we then instilled water into the fixture, agitated it using a sonic device, and filtered it onto culture medium with 4 rinses from the faucet, connection supply line, core, and gasket. We cultured VIM-CRPA from the gasket, faucet, and water supply line (Figure 1, panel B). Three patients with VIM-CRPA infections received care in room A over a 6-month period; 1 had an infection identified on hospital day 46 and was discharged 1 month before the dialysis faucet was installed. None of the infected patients received dialysis.

We considered that portable dialysis machines attachable to the contaminated faucet could spread VIM-CRPA to other dialysis hook-ups and sink drains where effluent reverse osmosis water was discharged. We cultured bulk water and swab samples from the sink in the biomedical room where dialysis machines were cleaned, the dialysis machine connector, and the tubing from the reverse osmosis unit of the dialysis machine connected to the contaminated faucet to test for CPOs, but identified no VIM-CRPA. After removing the dialysis faucet and adopting measures intended to mitigate spread of organisms from other sites conducive to biofilm formation.
premise plumbing (11), we identified no additional VIM-CRPA clinical cultures in patients admitted to the specialty unit.

We performed whole-genome sequencing on 33 VIM-CRPA clinical isolates from 20 patients at multiple locations in hospital A and 13 environmental isolates from room A (Figure 2; Appendix); sequences are available at the National Center for Biotechnology Information (BioProject ID PRJNA288601). All 33 isolates were sequence type 308 and harbored VIM-2; clinical isolates varied by 3–255 (median 54, mean 60.3) high-quality single-nucleotide variants (hqSNVs) (12–14). Environmental isolates from the faucet and clinical isolates from 3 patients admitted to room A varied from 0–24 (median 10, mean 11.8) hqSNVs. The hqSNVs were derived from a conserved core of 6.5 Mb, which covered on average 91% of the assembled genome for the 33 isolates in the analysis.

The mechanism by which the faucet became contaminated is unknown. We considered it might have been through the water supply, considering a recent report of carbapenemase-producing organisms, although not VIM-producing, in US municipal water systems (15); however, none of the 24 water samples collected from other hospital locations grew any CPOs in cultures. Given the stay in room A of a patient with VIM-CRPA before the faucet was installed, we hypothesize that the sink drain became contaminated first, followed by retrograde contamination from the sink drain to the faucet, either during installation or through patient care activities. Although the misplaced rubber gasket provided a nidus for contamination, whether that was necessary for persistent faucet contamination is unclear.

We could not ascertain relative contributions of the faucet interior and upper part of the sink drain toward patients acquiring VIM-CRPA. Although none of the patients underwent dialysis, the faucet was not labeled for dialysis use and may have been used for hand hygiene and other purposes. Infection prevention efforts at hospital A focused on improving sink hygiene, including removing patient care supplies from sink splash zones and regularly cleaning splash zones to prevent future transmission to patients from wastewater plumbing. During the 18-month period after the sink hygiene interventions began in October 2018, another 2 cases were identified, but in units unrelated to the specialty care unit.

Conclusions
We identified VIM-CRPA from a dialysis faucet, in water from that faucet, and from the associated sink drain in an ICU room where VIM-CRPA infections of the same strain developed in 3 patients. Although healthcare facility wastewater plumbing and faucet aerators are well-documented reservoirs of CPOs, our findings highlight the importance of considering other plumbing sources as well.

About the Author
Dr. Prestel is a medical officer with the Prevention and Response Branch, Division of Healthcare Quality Promotion, Centers for Disease Control and Prevention in Atlanta. This work was completed while he was an Epidemic Intelligence Service officer in that branch. His research interests include pediatrics, infectious diseases, and infection prevention and control within healthcare settings.

References
Water Supply Faucet as Reservoir for *P. aeruginosa* 


Address for correspondence: Christopher Prestel, Centers for Disease Control and Prevention, 1600 Clifton Rd NE, Mailstop H16-3, Atlanta, GA 30329-4027, USA; email: okn0@cdc.gov

---

**October 2021**

**Zoonotic Infections**

- Antimicrobial Resistance in Africa—How to Relieve the Burden on Family Farmers
- Characteristics, Comorbidities, and Data Gaps for Coronavirus Disease Deaths, Tennessee, USA
- Fatal Exacerbations of Systemic Capillary Leak Syndrome Complicating Coronavirus Disease
- Distribution and Characteristics of Human Plague Cases and *Yersinia pestis* Isolates from 4 *Marmota* Plague Foci, China, 1950–2019
- Severe Acute Respiratory Syndrome Coronavirus 2 and Pregnancy Outcomes According to Gestational Age at Time of Infection
- Novel Outbreak-Associated Food Vehicles, United States
- Bloodstream Infection Risk, Incidence, and Deaths for Hospitalized Patients during Coronavirus Disease Pandemic
- Direct and Indirect Effectiveness of mRNA Vaccination against Severe Acute Respiratory Syndrome Coronavirus 2 in Long-Term Care Facilities, Spain
- Predictors of Test Positivity, Mortality, and Seropositivity during the Early Coronavirus Disease Epidemic, Orange County, California, USA
- Fatal Cowpox Virus Infection in Human Fetus, France, 2017
- Severe Acute Respiratory Syndrome Coronavirus 2 Transmission in Georgia, USA, February 1–July 13, 2020
- Risk Assessment for Highly Pathogenic Avian Influenza A(H5N6/H5N8) Clade 2.3.4.4 Viruses
- Population-Based Study of Bloodstream Infection Incidence and Mortality Rates, Finland, 2004–2018
- New Delhi Metallo-β-Lactamase–Producing *Enterobacteriales* Bacteria, Switzerland, 2019–2020
- New Perspective on the Geographic Distribution and Evolution of Lymphocytic Choriomeningitis Virus, Central Europe
- Outbreak of Oropouche Virus in French Guiana
- Genetic Diversity of SARS-CoV-2 among Travelers Arriving in Hong Kong
- Point-of-Care Antigen Test for SARS-CoV-2 in Asymptomatic College Students
- Recurrence of Human Babesiosis Caused by Reinfecction
- Breakthrough Infections of SARS-CoV-2 Gamma Variant in Fully Vaccinated Gold Miners, French Guiana, 2021
- Seoul Virus Associated with Pet Rats, Scotland, UK, 2019
- Rapid Increase in Lymphogranuloma Venereum among HIV-Negative Men Who Have Sex with Men, England, 2019
- Genetic Characterization of Seoul Virus in the Seaport of Cotonou, Benin

---

To revisit the October 2021 issue, go to: https://wwwnc.cdc.gov/eid/articles/issue/27/10/table-of-contents
Contaminated Dialysis Water Supply
Faucet as Reservoir for Carbapenemase-Producing *Pseudomonas aeruginosa*

Appendix

**Laboratory methods**

Environmental samples at Hospital A included one-liter samples of first-catch and post-flush water (bulk water), swab samples of faucet interiors, drain covers, sink drains, and sink basins, sponge stick samples from sink basins and from countertops within the one-meter splash zone of sinks and point-of-use filters (Pall-Aquasafe; https://www.pall.com) were collected from sampled faucets when present. Surface environmental samples were collected using Amies Transport Media Swabs or Sponge-Stick with neutralizing buffer. Bulk 1L water samples were collected after five-minute flush from a spigot. All samples were sent to CDC for further testing.

Environmental surface samples were placed directly into 10 mL of asparagine broth (made in-house), vortexed for 10 seconds, and incubated for 18–24 hours at 35°C. After incubation, 0.1 mL of turbid broth enrichment was plated onto CHROMagar *Pseudomonas* (made in-house) and MacConkey II agar (MAC; Becton, Dickinson and Co.; https://www.bd.com) and streaked for isolation. Bulk water samples underwent serial dilutions in Butterfield Buffer (BB, made in-house) and were plated onto Reasoner’s 2 Agar (R2A, made in-house) and Tryptic Soy Agar (TSA, Becton-Dickinson). The remaining volume was filtered through a 0.22-micron pore size filter in 200 mL increments and then placed onto CHROMagar *Pseudomonas* media (https://www.chromagar.com). CHROMagar *Pseudomonas* cultures were incubated at 30°C and MAC cultures were incubated at 35°C. All plated cultures were screened for suspect colonies at 18–24 hours and incubated further for up to 72 hours for presence/absence of suspect colonies.

All bacterial isolates from environmental samples were identified by matrix-assisted desorption ionization time-of-flight mass spectrometry (MALDI-TOF MS) (MALDI Biotyper,
Bruker Daltonics; https://www.bruker.com) using the Bruker and MicrobeNet (https://microbnet.cdc.gov) databases. DNA extraction for the detection of carbapenemase genes was performed directly from broth enrichment using the Maxwell 16 and MDx Instruments (http://mdxinstruments.com). Detection of carbapenemase genes was performed using Applied Biosystems’ Fast 7500 Real-Time Polymerase Chain Reaction (RT-PCR) System (Applied Biosystems; https://www.thermofisher.com) for \textit{blaVIM} from \textit{Pseudomonas aeruginosa} isolates. DNA for whole genome sequencing was extracted from pure cultures using Maxwell MDx Instrument and genomic libraries were prepared using the PerkinElmer Zephyr G3 NGS Workstation (https://www.perkinelmer.com) and NuGEN Ovation Ultralow System V2 assay kit. Libraries were sequenced using an Illumina MiSeq System (https://www.illumina.com). Raw reads were processed using the QuAISAR-H pipeline (https://github.com/DHQP/QuAISAR_singularity/) and AR genes were called using GAMMA (https://github.com/rastanton/GAMMA). The phylogeny of the sequences was analyzed using SNVPhyl (https://github.com/phac-nml/snvphy-galaxy) and the resultant tree was annotated using iTol (https://itol.embl.de). Isolate 2018–33–01 was used as the reference isolate for read mapping as it was the centroid genome of the set by Mash distances. Given the close genetic relationship between the VIM-CRPA isolates, detailed analysis to describe the genetic environment of the \textit{blaVIM-2} was not performed.